
From: Aram Varjabedian
To: Bill Boornazian; david.burns (david.burns@state.ma.us); Turin, David; Stigliani, Joseph; Frank Cavaleri; John

Struzziery; bkiely; Joyce, Ryan (FWE) (ryan.joyce@state.ma.us); Carol O"Connor; tberardinelli@town.hull.ma.us;
jsullivan (jsullivan@town.hull.ma.us); kbornheim (kbornheim@town.hull.ma.us); Krahforst, Chris
(ckrahforst@town.hull.ma.us); Lemnios, Philip (plemnios@town.hull.ma.us); Robert Scott

Subject: RE: Incident Notice - Diffused Aeration System mechanical failure 06-11-20 - Hull, MA - MA0101231 - Hull WPCF,
1111 Nantasket Ave., Hull, MA

Date: Monday, June 15, 2020 3:21:51 PM
Attachments: SSO_Notification_report_061120_for_Hull_WPCF_MA0101231_submitted.pdf
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Good afternoon:
Please find the completed Sanitary System Overflow [SSO] report for the incident that occurred last week
[6/11/20] at the Hull WPCF.
Should you have any questions or need additional information, please contact me.
Sincerely,
Aram
Aram Varjabedian - Plant Manager
Hull Wastewater Treatment Facility
1111 Nantasket Avenue
Hull, MA 02045
Phone 781.925.0906, Fax 781.925.3056, Cell 339.214.8334
www.woodardcurran.com

COMMITMENT & INTEGRITY DRIVE RESULTS
From: Aram Varjabedian 
Sent: Friday, June 12, 2020 8:04 AM
To: Bill Boornazian <wboornazian@woodardcurran.com>; david.burns (david.burns@state.ma.us)
<david.burns@state.ma.us>; Turin, David (Turin.David@epa.gov) <turin.david@epa.gov>; Stigliani,
Joseph <jstigliani@town.hull.ma.us>; Frank Cavaleri <fcavaleri@woodardcurran.com>; jstruzziery
(jstruzziery@town.hull.ma.us) <jstruzziery@town.hull.ma.us>; bkiely <bkiely@town.hull.ma.us>;
Joyce, Ryan (FWE) (ryan.joyce@state.ma.us) <ryan.joyce@state.ma.us>; O'Connor, Carol
<coconnor@town.hull.ma.us>; tberardinelli@town.hull.ma.us; jsullivan (jsullivan@town.hull.ma.us)
<jsullivan@town.hull.ma.us>; kbornheim (kbornheim@town.hull.ma.us)
<kbornheim@town.hull.ma.us>; Krahforst, Chris (ckrahforst@town.hull.ma.us)
<ckrahforst@town.hull.ma.us>; Lemnios, Philip (plemnios@town.hull.ma.us)
<plemnios@town.hull.ma.us>; Robert Scott (rscott@woodardcurran.com)
<rscott@woodardcurran.com>; Aram Varjabedian <avarjabedian@woodardcurran.com>
Subject: RE: Incident Notice - Diffused Aeration System mechanical failure 06-11-20 - Hull, MA -
MA0101231 - Hull WPCF, 1111 Nantasket Ave., Hull, MA
Good morning:
At approximately 11:20 am on 6/11/20, a diffused aeration header pipe let go in aeration tank #1, causing the
pipe to get raised up to the surface, which then caused mixed liquor solids to be sprayed out onto the
immediate area around the #1 aeration tank. When seen by the operations staff, the aeration blower was
immediately shut down at about 11:30am. The affected area was limited to around aeration tank #1 and
driveway area in between the aeration tank and primary tank #2. A nearby catch basin was covered with a
magnetic spill blocking mat as a precaution, and no liquid made its way to the catch basin.
The liquid material that was sprayed out [approximately 50-75 gallons] on the adjacent ground area was
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Massachusetts Department of Environmental Protection
Bureau of Resource Protection – Watershed Permitting Program FOR DEP USE ONLY


Sanitary Sewer Overflow (SSO)/Bypass
Notification Form Tax Identification Number


A. Reporting Facility


1.   Facility Information
Hull, MA WPCF MA0101231
Reporting Sewer Authority       Permit #


2.   Authorized Representative Transmitting Form:


Aram Varjabedian 781-925-0906
First Name    Last Name   Telephone No.


Plant Manager avarjabedian@woodardcurran.com
Title E-mail Address


                                                                                                 
B. Phone Notifications:


1.   MassDEP staff contacted:  David Burns
Contacted By Email First Name  Last Name   


Date/Time contacted: 06/12/2020 8:04AM
Contacted by:


2.   EPA staff contacted: David Turin
Contacted by: Email First Name  Last Name   


Date/Time EPA contacted: 06/12/2020 8:04AM


3.   Board of Health contacted: Joyce Sullivan
Contacted by: Email First Name  Last Name   


Date/Time contacted: 06/12/2020 8:04AM


4.   Director of WW Operations John Struzziery
Contacted by: Verbal First Name  Last Name   


Date/Time contacted: 6/11/2020  12:00PM


5.   Others notified: 
Harbormaster / Shelfish Warden - Kurt Bornheim,Division of Marine Fisheries - Ryan
Joyce,Hull Conservation Agent - Chris Krahforst, DPW Director - Joe Stigliani,Town Manager -
Philip Lemnios


Contacted by: Email


Comments







Massachusetts Department of Environmental Protection
Bureau of Resource Protection – Watershed Permitting Program
Sanitary Sewer Overflow (SSO)/Bypass
Notification Form


C. SSO Information


1.   SSO Discovered:  


By: Aram Varjabedian Date and Time 6/11/2020  11:20:00AM


2.   SSO Stopped Date and Time 6/11/2020  11:30:00AM


3.   SSO Discharge from: Other
Sanitary Manhole, Pump Station, Backup into property, Other - Specify Below


Specify: Discharge was from broken diffuser in aeration tank.  The diffuser segment broke away from bottom anchoring hardware, 
drawing in mixed liquor from the aeration tank and the air flow caused the liquid to shoot out onto the adjacent area.


4.   SSO Discharge to:  Ground Surface
Ground Surface, Direct to Receiving Water, Catch Basin to Receiving Water, Backup into Basement


Specify: Adjacent asphalt driveway & grass area.


 Location: Hull WPCF, 1111 Nantasket Ave, Hull, Ma 
 (Description of discharge site or closest address)


X,Y Coordinates LAT +42.305079; LONG -70.899870


5.   Estimated SSO Volume at time of this Report: 75 gallons


      Method of Estimating Volume: Visual


Other Method:


6.   Cause of  SSO Event: Treatment unit failure
Rain Event, PS Failure, Insufficient Capacity in System, Treatment Unit failure , Sewer System Blockage, Pipe Collapse, Root Intrusion, Grease Blockage, Other


Specify: See above


7.   Corrective Actions :
Aeration blower was immediately shut down, and air valve adjustments made to limit air to the affected tank.  Isolate
aeration tank from process.  Set up portable trash pump to transfer mixed liquor solids to another aeration tank.  Tank will
need to be cleaned out for evaluation and repairs.


       Impact Area cleaned and/or disinfected: Yes Corrective Actions Completed:    Yes


Details:
Impacted area was vacuumed up with vactor truck, area washed down and wash water vacuumed up.  Lime applied to
ground area.







Massachusetts Department of Environmental Protection
Bureau of Resource Protection – Watershed Permitting Program
Sanitary Sewer Overflow (SSO)/Bypass
Notification Form


D. Comments/Attachments/Follow-up


Additional comments and
planned actions:


No liquid reached nearby catch basin [CB].  Spill blocking mat was applied to the CB.  A separate contractor project was
going on in that area of the driveway at the time of the incident [evaluation of underground piping]


I wish to provide the following:
Supplemental information sheet


Attachement, Additional Comments, No Additional Comments or Attachements


Extent of affected area and clean up Plant Overview


Aer tank #1 & pump transfer & driveway Final clean up







Massachusetts Department of Environmental Protection
Bureau of Resource Protection – Watershed Permitting Program
Sanitary Sewer Overflow (SSO)/Bypass
Notification Form


E. Certification Statement
I certify under penalty of law that this document and all attachments were prepared under my  direction or supervision in accordance with a system designed
to assure that qualified personnel properly gather and evaluate the information submitted. Based on my inquiry of the person or persons who manage the
system, or those persons directly responsible for gathering the information, the information submitted is, to the best of my knowledge and belief, true,
accurate, and complete. I am aware that there are significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations.


6/15/2020
Signature of Authorized Representative      Date Signed


Please keep a copy of this report for your records. When submitting additional information, include the MassDEP Incident Number from this report.


MassDEP Regional Office and EPA Telephone and Fax Numbers:


Northeast RegionPhone: 978-694-3215 Fax: 978-694-3499
Southeast RegionPhone: 508-946-2750 Fax: 508-947-6557
Central RegionPhone: 508-792-7650 Fax: 508-792-7621
Western RegionPhone: 413-784-1100 Fax: 413-784-1149
EPA Contact Phone: 617-918-1870  Fax: 617-918-0870
DEP 24-hour emergencyPhone: 888-304-1133







Town of Hull Wastewater Treatment Plant


1111 Nantasket Avenue


Hull, MA 02045


(781) 925-1207


NPDES Permit # 


MA0101231


Unauthorized Discharge Summary 


Hull WPCF [06-12-20]


Location (address or latitude and longitude); On SSO report form


Date and Time unauthorized discharge began; On SSO report form


Date and Time unauthorized discharge stopped; On SSO report form


Source of the notification (e.g., property owner, 


field crew, police); 


On site wastewater plant staff 


Type of asset from which the unauthorized 


discharge occurred (e.g., station, manhole, 


main); 


Treatment facility treatment unit - diffused 


aeration system plastic diffuser header pipe


Estimated gallons released; Less than 75 gallons


Method used to estimate volume; Estimated, based upon spray area on ground 


adjacent to the tank.  Contents on adjacent grass 


area and asphalt.


Cause of the unauthorized discharge, (blockage 


or break; mechanical, electrical, or structural 


failures); 


Mechanical failure of aeration system component


If caused by a blockage, identify the type of 


blockage (e.g., grease, rags, debris); 


NA


If caused by a mechanical, electrical, or 


structural failure, the date of the last inspection, 


maintenance, or repair of the failed asset; 


Approximately 2 years ago.


Did the release reach any portion of the Town’s 


Municipal Separate Storm Sewer System 


(“MS4”).  


No.  Release was very small and localized.  Closest 


catch basin is about 10-15 feet away.







If the release occurred to the ground, provide the 


location of the nearest down-gradient catch 


basin and the name of the receiving water to 


which the catch basin discharges;


Closest catch basin is about 10-15 feet away and 


this catch basin discharges to on site drainage 


system that flows to Hull Bay.


Did the release reach a wetland or surface 


water? 


If so, include the name and exact location where?


No discharge made it to a wetland or surface body 


of water.    


Measures taken to minimize the volume and 


duration of the unauthorized discharge;


Aeration blower was immediately shut down, upon 


notification.  Area dirt was mounded up to contain 


and limit flow from area.  A magnetic spill 


blocking pad was placed on the nearby catch 


basin.


Measures taken to clean the area where the 


unauthorized discharge occurred;


Liquid was contained to immediate area and a 


vacuum truck working at plant summoned to 


assist with clean up.  These areas were washed 


down and wash water vacuumed up.  Lime was 


applied to the area.


Corrective actions taken to prevent reoccurrence 


of unauthorized discharges at the same location; 


An assessment for the tank repairs will be made 


when the tank is fully cleaned out.  All support 


hardware and piping will be inspected.


Date of the last unauthorized discharge in the 


same general location;


4/14/20


Aerial photo showing the affected area







Broken diffuser pipe in upper left of picture.  The pipe came undone from the floor support brackets and lifted up to the 


tank surface, where MLSS was sprayed out onto the adjacent yard area.
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vacuumed up by a Green Mountain Pipeline Services vactor truck around 1:30pm. All surfaces were washed
down and the wash water vacuumed up.
The details of the incident, are being reported as an “incident notice,” which is consistent with other similar
incidents that have been reported in the past. Attached are photos of the broken diffuser and affected area
before and after the clean-up.
The aeration tank was isolated from service yesterday, and the mixed liquor transferred to another aeration
tank. Additional tank cleaning will be needed, in order to assess the piping failure, and to perform the necessary
repairs. This work will take place next week.
The incident will be reported in greater detail using the DEP SSO notification report form in a follow-up email.
Should you have any questions, please let me know.
Sincerely,
Aram
Aram Varjabedian - Plant Manager
Hull Wastewater Treatment Facility
1111 Nantasket Avenue
Hull, MA 02045
Phone 781.925.0906, Fax 781.925.3056, Cell 339.214.8334
www.woodardcurran.com

COMMITMENT & INTEGRITY DRIVE RESULTS
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